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Routine Food

GILBERT STUART SCHOOL 3/2/2011
GILBERT STUART SCHOOL

7001 N 86TH ST
MILWAUKEE,WI

The following list of violations of the Wisconsin Administrative Code as adopted by reference in the Milwaukee Code

of Ordinances Chapter 68, and/or other City ordinance(s) must be corrected as soon as possible but not later than the
date specified. A re-inspection fee may be assessed if the violation is not corrected by that date. An inspection fee may
be charged for any repeat violations.

Code Number

4-501.112

Notes:

Description of Violation Correct By

The Hobart dish machine has excessive scale accumulation and is not 3/16/2011
sanitizing. Two thermal test strips and digital thermometer reading indicate

temperature is not reaching 165F. The temperature for mechanical hot

water sanitizing equipment must be below 195F and above 165F for

stationary rack single temperature machines. Discontinue use of dish

machine to sanitize and set up sink with proper sanitizer concentration to

sanitize all dishware until dish machine is properly repaired to sanitize

dishes.

On 3/2/2011, | served these orders upon GILBERT STUART SCHOOL by leaving this report with

Inspector Signature (Inspector 1D:82) Operator Signature




